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DBP Formation and Assessment 
 
The first step in meeting compliance was to assess water quality and operations from treatment 
to  tap  to  identify  problem  areas  and  determine where  the  greatest  DBP  reduction  could  be 
achieved.    DBP’s  are  formed  in  the  treatment  process  and  are  often  exacerbated  in  the 
distribution system due to a variety of conditions such as corrosion, water age,  temperature, 
booster chlorination, etc.  This is often the case with THM, however HAA’s tend to degrade with 
water age even in the presence of biofilms.  Commonly, after Stage 2 compliance samples are 
analyzed we find that plant tap is well below the MCL while DBP concertation at the sample sites 
are two to three times greater than the tap.  The typical conclusion is that DBP’s are increasing 
through distribution,  therefore  the distribution  system  is  the problem.   This  is usually a  false 
assumption because DBP precursors in the water leaving the plant continues to react thereby 
increasing DBP’s.  The formula is contact time with organic material in the presence of chlorine 
equals DBP’s formed.  The larger the organic load after treatment, measured as Total Organic 
Carbon (TOC) the greater the DBP concentration.  The greatest contribution distribution offers to 
the problem is time.   
 
The following charts depict treated TOC measured at the treatment plant compared to HAA’s in 
each water system.  The range of data covered is 1st quarter 2016 through 1st quarter 2019.   
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Another interesting trend although not included would have been precipitation.  Rainfall has a 
tremendous impact on TOC concentration through runoff and erosion.  During these events TOC 
increases and subsequently DBP’s will greatly exceed the MCL.  All the while treated water with 
significantly  higher  DBP  concentration  is  being  pumped  to  distribution.  These  events  go 
unnoticed until it corresponds with compliance sampling.  This scenario significantly adds to the 
misunderstanding of the relationship between DBP levels in treatment and distribution.  The key 
to understanding  is  realizing  that grab  sample  results are not  representative of water quality 
beyond the moment it was collected.  For example, TOC sampled on the first day of the month 
cannot represent TOC for entire month.  Just like free chlorine measurements in distribution are 
ever changing.  
 
The long‐term solution is to optimize the treatment process at the Carlisle water plant.   Their 
source water is the Licking River and small reservoir.  Raw water can be pumped directly to the 
plant;  however,  it  is  normally  pumped  to  the  reservoir.    Small  reservoirs  typically  excel  at 
generating organic carbon as presented in the graph below.  
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The  treatment process was optimized during  after  executing  an Agreed Order  in  2016 which 
returned the city to compliance.   Carlisle  is currently  in compliance, but  individual monitoring 
sites still show that DBPs do exceed the MCL.   
 
 

Actions Taken: 
 
Carlisle County Water District will take the following actions to mitigate DBPs.  These actions are 
designed to reduce water age.   
 

 Collect a dual sample set at the master meter during routine motioning. 
   

 Modify  flushing  strategy  by  forcing  overflowing  the  Concord  tank  instead  of  flushing 
water through the system. 

 

 Perform routine flushing to maintain adequate chlorine residual. 
 

 Request assistance from the KY Division of Water’s Drinking Water Technical Assistance 
(DWTA) personnel provide support to profile water quality in the system. 
 

 Request that DWTA assist Carlisle with additional optimization. 
 

 Discuss with the District’s engineer about the possibility of interconnecting this zone with 
Western Fleming Water District as an alternate long‐term solution. 
 

Carlisle expects to return to compliance by 9/30/2020. 
 
 
 
 

 


